DETAIL 02713-11
COBB COUNTY WATER SYSTEM

DEAD-END FIRE HYDRANT INSTALLATION

JANUARY 23,2002
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TALL:

6" GATE VALVE

6“X6"” M.J.F.H. TEE

6" PLUG

6"%x36"” ANCHOR COUPL ING

FIRE HYDRANT

THRUST BLOCK (SEE DETAIL 02713-12
TEE/PLUG FOR CORRECT DIMENSIONS)

600-43




